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Appendix B Statutory compliance question 
set headings 

B.1 Statutory compliance question set headings 
Table B.1 - Statutory compliance question set headings 

Question Set Headings 

2.0 - Control Of Substances Hazardous to Health (COSHH) Regulations 2002 

2.01 - Is local exhaust ventilation required? 

2.02 - Secure storage 

2.03 - PPE storage and changing 

2.04 - Wash Hand Basin (WHB) available 

2.05 - Signage 

4.0 - Lifting Operations and Lifting Equipment (LOLER) Regulations 1998 
(incorporating Scottish Health Technical Memorandum (SHTM), 08-02 Lifts) 
4.01 - Lifting Operations and Lifting Equipment (LOLER) Regulations 1998 
(incorporating Scottish Health Technical Memorandum (SHTM) 08-02 (Lifts)) 
5.0 - Workplace (Health, Safety and Welfare) Regulations 1992 

5.01 - Access 

5.02 - Environmental 

5.03 - Building elements 

5.04 - Engineering elements 

5.05 - Work equipment/ machinery 

5.06 - Signage - health and safety, equality and diversity 

5.07 - Gas storage 

5.08 - Roof lights 

5.09 - Safety glazing 

5.10 Radiation Protection 

6.0 - Personal Protective Equipment (PPE) at Work Regulations 1992 
6.01 - Personal Protective Equipment (PPE) at Work Regulations 1992 
7.0 - Provision and Use of Work Equipment (PUWER) Regulations 1998 
7.01 - Provision and Use of Work Equipment (PUWER) Regulations 1998 
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Question Set Headings 

8.0 - Lifting Operations and Lifting Equipment (LOLER) Regulations 1998 - 
(Lifting Equipment) 
8.01 - Lifting Operations and Lifting Equipment (LOLER) Regulations 1998 - (Lifting 
Equipment) 
9.0 - Manual Handling Operations Regulations 2013 
9.01 - Manual Handling Operations Regulations 2013 
11.0 - Management of Health and Safety at Work Regulations 1999 
(Incorporating SHTM 2050) 
11.01 - Management of Health and Safety at Work Regulations 1999 (Incorporating 
SHTM 2050) 
12.0 - Construction, Design and Management (CDM) Regulations 2015 
12.01 - Construction, Design and Management (CDM) Regulations 2015 

13.0 - Noise at Work Regulations (incorporating SHTM 08-01 Acoustics) 
13.01 - Building solution 

13.02 - Engineering solution 

13.03 - PPE solution 

14.0 - Display Screen Equipment (Health and Safety) Regulations 1992, 
Amended 2002 
14.01 - Display Screen Equipment (Health and Safety) Regulations 1992, Amended 
2002 
17.0 - Oil Storage - The Water Environment (Scotland) Regulations 2006 
17.01 - Oil Storage - The Water Environment (Scotland) Regulations 2006 

20.0 - Sterilisation (SHTM 2010) 
20.01 - Sterilisation (SHTM 2010) 

21.0 - Firecode, Alarm and Detection Systems (incorporating SHTM 82) 
21.01 - Alarm and Detection 

24.0 - Firecode - General (incorporating SHTM 80-86 excluding SHTM 82) 
24.01 - Containment 

24.02 - Escape lighting 

24.03 - Signage 

24.04 - Manual firefighting equipment 

24.05 - Sprinklers/ automatic fire extinguisher system 

24.06 - Textiles and furniture 

24.07 - Fire Brigade access and so on 
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Question Set Headings 

24.08 - lightning conductors 

24.09 - Fire doors 

24.10 - Storage of flammable substances 

24.11 - Fire exits 

24.12 - Fire hydrants 

24.99 - Other 

26.0 - Patient bearing equipment (including slings) 
26.01 - Patient bearing equipment (including slings) 

27.0 - Working At Height Regulations 2005 
27.01 - Restricted access 

27.02 - Barriers 

27.03 - Anchor points 

27.04 - Signage 

28.0 - Statutory/ mandatory training 
28.01 - Statutory/ mandatory training 

29.0 - Gas Safety (Installation and Use) Regulations 1998 
29.01 - Gas Safety (Installation and Use) Regulations 1998 

30.0 - Contractors (control of) - (The Management of Health and Safety at Work 
Regulations 1999) 
30.01 - Contractors (control of) - (The Management of Health and Safety at Work 
Regulations 1999) 
31.0 - Decontamination of equipment 
31.01 - Decontamination of equipment 

32.0 - Contingency Planning (Civil Contingencies Act 2004) 
32.01 - Contingency Planning (Civil Contingencies Act 2004) 

33.0 - Slips, trips and falls - floor hazards 
33.01 - Slips, trips and falls - floor hazards 

34.0 - Infection Control - HAI Level 4 
34.01 - Finishes and floors, walls, ceilings, doors, windows, fixtures and fittings 

34.02 - Space around beds and isolation rooms 

34.03 - Provision of hand-wash basins, liquid soap dispensers, paper towels and 
alcohol gel dispensers 
34.04 - Provision of facilities for decontamination 
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Question Set Headings 

34.05 - Engineering services 

34.06 - Storage 

34.07 - Laundry and linen services 

35.0 - Steam systems 
35.01 - Steam systems 

36.0 - Dangerous Substances and Explosive Atmospheres Regulations 2002 
36.01 - Dangerous Substances and Explosive Atmospheres Regulations 2002 

37.0 - Washer disinfectors 
37.01 - Washer disinfectors 

38.0 - Window security 
38.01 - Window security 

39.0 - Suicide risk 
39.01 - Suicide risk 

40.0 - Asbestos 2014 - Control of Asbestos at Work Regulations 2012 
40.01 - Is there an asbestos register? 

40.02 - Encapsulation  

40.03 - Removal 

41.0 Pressure Systems 2014 
41.01 - Written scheme of examination 

41.02 - Automatic controls 

41.03 - Pressure alarms 

41.04 - Fire proofing of rooms 

41.05 - Safe discharge area 

41.06 - Schematic diagrams 

42.0 - Water 2014 (incorporating SHTM 04-01 and HSE Guidance Document HSG 
274 Part 1 to 3 and L8) & SHTM 03-02: Heat Emitters 
42.01 - Supply 

42.02 - CW tank storage and distribution 

42.03 - Flushing provision 

42.04 - CW outlet temperature 

42.05 - HW tank storage and distribution 

42.06 - Calorifier storage and flow temperature 
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Question Set Headings 

42.07 - Continuous distribution temperature  

42.08 - Hot water (HW) outlet temperature 

42.09 - Blended water pipework 

42.10 - Dead legs 

42.11 - Circulation pumps 

42.12 - Non-return valves 

42.13 - System flushing provision 

42.14 - Calorifier open vent 

42.15 - Calorifier temperature control system 

42.16 - Temperature monitoring 

42.17 - Ductwork system 

42.18 - Steam humidification 

42.19 - Water bylaws             

42.20 - Outlet temperature 

42.21 - Outlet physical precautions 

42.22 - Lower maximum safe temperature 

42.23 - Thermostatic mixer - fail safe 

42.24 - Maximum surface temperature (radiators) 

42.25 - Exposed pipework 

42.99 - Other 

43.0 - Confined Spaces 2014 and SHTM 08-07: Confined Spaces, Policies and 
Procedures 
43.01 - Confined Spaces Regulations 1997 

44.0 - Heating and Ventilation 2014 
44.01 - Ventilation in Healthcare Premises (incorporating SHTM 03-01 Heating and 
Ventilating Systems Guidance) 
45.0 - Medical Gases 2014 
45.01 - Medical Gas Pipeline Systems (MGPS) (Incorporating SHTM 02-01) 

46.0 - Electrical Bedhead Services 2014 
46.01 - Electrical Bedhead Services 2014 

47.0 - Electrical - Electrical Safety Guidance for High Voltage (incorporating 
SHTM 06-01 and 03 Electrical Safety Guidance) 
47.01 - Electrical system protected from unauthorised use 
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Question Set Headings 

47.02 - Protected from damage 

47.03 - Emergency lighting available 

47.04 - Earth bonding 

47.05 - Signage 

48.0 - Electrical - Electrical Safety Guidance for Low Voltage (incorporating 
SHTM 06-01 and 02 Electrical Safety Guidance) 
48.01 - Electrical system protected from unauthorised use 

48.02 - Protected from damage 

48.03 - Emergency lighting  

48.04 - Signage 

48.05 - Earth bonding 

49.0 - Electrical - Electrical Services Supply and Distribution 2014 
(incorporating SHTM 06-01) 
49.01 - Electrical services (abatement of) (incorporating SHTM 06-01) 

49.02 - Standby generator (hospitals) 

49.03 - Emergency lighting 

49.04 - Signage 

49.05 - Earth bonding 

50.0 - Equality Act (2010) 
50.01 - Car parking 

50.02 - Toilets 

50.03 - Visual issues 

50.04 - Ramping and handrails 

50.05 - Entrances and doors 

50.06 - Reception areas 

50.07 - Signage 

50.08 - Horizontal and vertical circulation 

50.09 - Internal space 

50.10 - Evacuation management plan 

50.99 - Other 

51.0 - Radiation Protection 
51.01 - Additional walls (normal or lead lined) 
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Question Set Headings 

51.02 - Additional Doors (normal or lead lined) 

51.03 - Local exhaust ventilation and associated ducting 

51.04 - Additional or higher rated power supply/ junction boxes 

51.05 - Additional wastewater/ sewerage treatment facilities isolated from mains 

51.06 - Creation of restricted access zones 

51.07 - Alterations to glass in functional unit 

51.08 - Additional security 

51.09 - Lining of rooms or screening built into walls 

51.10 - Additional change/ storage facilities for PPE 
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