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SERVICE PENETRATIONS (VENTS) 

MECHANICAL PLANT 

MECHANICAL PLANT SUPPORTS 

SKYLIGHT 

NOTE: 
� THE PLAN ADJACENT INDICATES WHERE THE 

PENETRATIONS ARE LOCATED THROUGH THE 
ROOFAS NOTED IN THE LEGEND ABOVE. 

� CEILING TILES ARE TO BE REMOVED AT THESE 
LOCATIONS TO INSPECT ROOF SOFFIT PRIOR TO 
THE SITE VISIT BY WSP ENGINEERS. 

� AN ASBESTOS SURVEYOR SHOULD BE PRESENT 
WHEN TILES ARE REMOVED. 

� CONSULTATION WITH INFECTION CONTROL AND 
CLINICAL STAFF SHOULD BE CARRIED OUT PRIOR 
TO REMOVAL OF ANY CEILING TILES. 
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